CAULKING, BY INSTALLER

0.060" CLEAR ANODIZED
ALUM. CENTER PLATE

CONT. ALUM. EXPOSED EXTRUSION
CLEAR ANODIZED FINISH

FASTENERS @ 18 O.C. MAX, BY INSTALLER

CONT. BASE EXTRUSION, MILL FINISH
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