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10R 2-HR FIRE BARRIER
PER UL TEST REPORT

/ CONT. MHP VAPOR BARRIER
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CAULKING BY INSTALLER
FASTENERS @ 20" O.C. MAX, BY INSTALLER CONT. ALUM. BASE MEMBER, MILL FINISH
CONT. RUBBER INSERT CLIPS (FIELD INSTALLED)
0.060 ALUM. CENTER PLATE, CLEAR ANODIZED FINISH CON. ALUM. EXPOSED EXTRUSION
CLEAR ANODIZED FINISH
SCALE: 6"=1"-0"
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